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ATTACHMENT B
FY17 DCO Generator
Yearly Service Contract Specifications

Work to be performed will be comprised of four (4) inspections.
· Two (2) inspections shall be done independently during 1st and 2nd quarters on all six (6) generators. 
· One (1) inspection shall be done on all six (6) generators in conjunction with Loadbank testing performed during the 3rd quarter.
· One (1) inspection shall be done in conjunction with the full service to be performed during the 4th quarter. 
[bookmark: _GoBack]The Contract to run from July 1, 2016 thru June 30, 2017 with first quarter starting July 2016. The Contract shall be renewable for three (3) consecutive years.
The Contractor shall supply all needed material for full service during final quarter (see paragraph 3 below).
The times and dates for the Loadbank testing and full service visit shall be coordinated with the site contact at each site and must not pose any danger of the failure of generator operations should there be a power failure during Loadbank testing and full service visit.
A site visit is required prior to submitting a proposal.
Please contact Jerry Columbia at 225-342-1348 to schedule the site visit.



Site and Generator information:
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1. Quarterly Inspections (Qty 2 per generator)
	Inspections are to be done on a quantity of 6 generators located at the two Data Center locations (3 	ea. site).
a. 1st inspection to be done July/Aug/Sept
b. 2nd inspection to be done Oct/Nov/Dec
	
	Inspections shall include but are not limited to checking the following systems:		
a. Engine Oil Systems
b. Exhaust Systems
c. Fuel Systems
d. 	Starting Systems
e. 	Batteries and Battery Charger
f. 	Electrical Systems

2. Loadbank Testing	(Qty. 1 per generator)
	Loadbank Testing shall be done on a quantity of 6 generators, with a minimum of 4 hour 	testing 	required on each generator (using factory required loads). Loadbank testing shall 	be done during 	the 3rd quarter.

	Site #1 – ISB, 1800 N 3rd St (Includes a total of three Cummins 1250 generators).
a. Generators at the ISB, 1800 N 3rd St., location to be done with a customer supplied loadbank and cables.
b. Contractor will connect/disconnect loadbank cables.
c. Loadbank test must be done using central connection point (MTS located in mechanical yard)
d. Loadbank testing must be done by a Cummins Certified Technician using the Cummins Command center software and controls
e. Perform this inspection using same steps as quarterly inspections.
		
	Site #2 - DPS Data Center, 1800 Independence Blvd. (Includes a total of three generators, two 	MTU 	1750 and one Cummins 1250 generators)
a. Generators at the DPS Data Center location shall to be done with contractor supplied Loadbank and cables
b. Perform inspections using same steps as quarterly inspections.

3. Full Service (Qty 1 per generator)
	Full service to be performed on a Qty 6 generators and shall be done during the 4th quarter of the 	contract period.

	Full service shall include but is not limited to:
a. Changing the oil and all oil filters
b. Replacing all fuel filters
c. Replacing all air filters
d. Replacing all coolant filters as required, and adding coolant as needed
e. Cleaning all battery terminals and cables along with testing batteries for proper operation.
f. Perform inspections using same steps as quarterly inspections.
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Site Information

1 ISB 1800 N 3rd Street Baton Rouge La 70802
2 DPS__ 8100 Independence Bivd Baton Rouge La 70809
Generator Information
Site # Unit Number Manufacturer Model Prod Model Serial No.

1 1 'ONAN ‘GEN SET 1250 DFLC H960613845

1 2 (ONAN (GEN SET 1250 DFLC 1990993292

1 3 (ONAN GEN SET 1250 DQGAA J090047785

2 MTU1  GENSET Power Unit  1750RXC6DT2 = 362658-1-2-10813
2 MTU2  GENSET Power Unit  1750RXC6DT2 = 362658-1-1-10813
2 3 'ONAN ‘GEN SET 1250 DFLC K030567455




