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1. [bookmark: _GoBack]SPECIFICATIONS
	
TO PROVIDE ANNUAL PREVENTATIVE MAINTENCANE PROGRAM FOR NINETEEN (19) GENERATORS LOCATED ON THE GROUNDS OF PINCREST SUPPORTS AND SERVICES CENTER.
PRICE SHALL INCLUDE ALL LABOR, MILEAGE, MATERIALS, EQUIPMENT, TOOLS, AND SUPPLIES. SUPPLIES TO INCLUDE ALL SOFTWARE AS NEEDED TO PERFORM MAINTENANCE.

VENDOR TO PROVIDE ONE (1) MAJOR INSPECTION PER YEAR ON ALL NINETEEN (19) GENERATORS.

MAJOR INSPECTION MUST CONSIST OF THE FOLLOWING:

GENERAL:
1. INSPECT FUEL TANK FOR LEAKS OR DAMAGE.
2. RECORD FUEL LEVEL.
3. CHECK FOR PROPER OPERATION.
4. CHECK EXHAUSTS SYSTEM.
5. CHECK SAFETY SHUT DOWN.
6. SET TIMER TO RUN AS PER AGENCY REQUIREMENT.

FLUIDS:
1. CHANGE OIL.
2. CHANGE ALL FILTERS (OIL, FUEL, ETC.).
3. INSPECT ALL AIR FILTERS.
4. INSPECT COOLANT VIA PROPER GRAVITY TEST.
5. INSPECT ALL BELTS, HOSES, AND FUEL LINES.
6. INSPECT FOR ANY LEAKS (OIL, FUEL, COOLANT, AIR, ETC.).
7. INSPECT ELECTROLYTE LEVEL OF BATTERY.
8. INSPECT FUEL FOR NEED OF ADDITIONAL ATTENTION, POLISHING OR ADDING STABILIZER.  

ELECTRICAL:
1. CHECK FOR PROPER OPERATION OF BATTERY CHARGER.
2. REPLACE OR TEST BACK-UP BATTERIES IN TIMER, IF EQUIPPED.
3. CHECK GENERATOR VOLTS PER LEG.
4. CHECK GENERATOR FREQUENCY.
5. CHECK FOR PROPER OPERATION OF BLOCK HEATER.
6. RECORD EXERCISE SETTINGS.
7. PROPER OPERATION OF TRANSFER SWITCH.

ALL WASTE OIL, ANTI-FREEZE AND FILTERS REPLACED DURING SERVICE VISITS ARE TO BE DISPOSED OF BY CONTRACTOR AT AN EPA APPORVED RECYCLING FACILITY.

ALL ANNUAL PREVENTATIVE MAINTENACNE SERVICES WILL BE PERFORMED DURING NORMAL WORKING HOURS 8:00 A.M. – 5:00 P.M., MONDAY THROUGH FRIDAY.


THIS AGREEMENT COVERS THE FOLLOWING LISTED EQUIPMENT:
		
				GENERATORS AND LOCATIONS
ITEM#		LOCATION			MODEL			SERIAL NUMBER
1		IPC			20KW - 	GGMA4363037		B1011000   44
2		G & L SITE		30KW - 	GGMC5938185		K071261   87
3		C SITE			33 KW – 40REZG 		SGM322H   M6
4		A SITE			33 KW – 30RZG			0751592
5		PEDIATRICS		25 KW – 25REZG		SGM322H   MB
6		BLDG 306		40 KW – 40REZG		SGM322H   M7
7		BLDGS 112/113		30 KW – 30REZG		SGM322H   MF
8		N – SITE		45 KW – 45REZG		2133147
9		M – SITE		25 KW – 25REZG		SGM322H   M9
10		EAST AREA		45 KW – 45RZG			2330144
11		BJ SITE			45 KW – 45RZG			2029670
12		306			33 KW – GMF			SGM322
13		IT			33K FW – GNH			SGM322
14		SEWER			230 KW – GNC			SGM322
15		ADMINISTRATION	44 KW – HME			SGM322
16		HOME LIFE		44 KW – GNJ			SGM322
17		KITCHEN 1		250 KW – GNG			SGM322
18		MED. COMPLEX	500KW CUMMINS		G1305418   2
19 		EVAC. CENTER		230KW ONAN			G1305294   14

NOTE: PRICING TO INCLUDE MILEAGE, LABOR, TIME EQUIPMENT, TOOLS, MATERIAL, SUPPLIES AND SOFTWARE FOR ANNUAL PREVENTATIVE MAINTENANCE PROGRAM. SELECTED VENDOR MUST GUARANTEE THEIR WORK.

WARRANTY: PLEASE SELECT SERVICE WARRANTY BELOW (MIN. REQUIRED 30 DAYS)

30 DAYS (     )		50 DAYS (     )		90 DAYS (     )
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