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February 22, 2024 

TITLE 38 ADDENDUM NO. 1 
PROPOSAL FOR FURNISHING ALL LABOR, MATERIALS, EQUIPMENT, TRANSPORTATION, SUPERVISION, PERMITS, 

ETC. NECESSARY FOR NIRC BUILDING 29 - 1ST FLOOR CAGE AREA MODIFICATIONS, LOCATED ON THE UL 

LAFAYETTE CAMPUS, NEW IBERIA, LOUISIANA.  

Due March 26, 2024, 2:00 PM Solicitation No. 24213 

The following is to be made part of the original specifications as though issued at the same time and shall be 

incorporated integrally therewith. This addendum shall be acknowledged on the BID FORM when submitted to 

the Purchasing Department prior to the bid due date/time.  

Item No. 1 – DRAWINGS ADDED: 
 See attached drawings/plans associated with Solicitation File Number 24213. 
___________________________________________________________________________________________ 

This is a public works bid. The addendum MUST be acknowledged with your bid on the BID FORM.  For questions 
related to bidding these projects, please contact the UL Lafayette Purchasing Department at bids@louisiana.edu 
or 337.482.9051.  

Marie C. Frank, MPA, CPPB 
Assistant Vice President for Administration & Finance 
University of Louisiana at Lafayette 
Department of Purchasing 

mailto:bids@louisiana.edu
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A. ALL WORK SHALL BE STAGED TO MEET STRICT DEADLINE OF SEPTEMBER 01, 2024 ALL WORK SHALL BE STAGED TO MEET STRICT DEADLINE OF SEPTEMBER 01, 2024 PRIOR TO COLD WEATHER SEASON.  CONTRACTOR SHALL PROVIDE MANPOWER AS REQUIRED TO ACCOMMODATE SCHEDULE.  OWNER WILL ALLOW ADEQUATE WORKING HOURS TO PERFORM WORK TO MEET SCHEDULE. B. ALL CONTRACTOR EMPLOYEES SHALL BE SUBJECTED TO BACKGROUND CHECKS (PAID ALL CONTRACTOR EMPLOYEES SHALL BE SUBJECTED TO BACKGROUND CHECKS (PAID FOR BY OWNER), (TB) AND MEASLE TESTING PRIOR TO START OF WORK.  NO WORK MAY COMMENCE UNTIL THIS IS DONE. C. CONTRACTOR SHALL VERIFY ALL DIMENSIONS PRIOR TO FABRICATION OF ANY FENCING.  CONTRACTOR SHALL VERIFY ALL DIMENSIONS PRIOR TO FABRICATION OF ANY FENCING.  CONTRACTOR SHALL FOLLOW ALL FENCE TOLERANCE REQUIREMENTS. ALL GAPS SHALL NOT EXCEED 1-1/4 INCHES.  D. DUE TO THE LIMITED ACCESS TO THE SPACE, THE CONTRACTOR MUST VISIT THE SITE DUE TO THE LIMITED ACCESS TO THE SPACE, THE CONTRACTOR MUST VISIT THE SITE ON THE FOLLOWING DAYS AND TIMES (ONLY) FOR PICTURES AND MEASUREMENTS (ONLY) FOR PICTURES AND MEASUREMENTS  FOR PICTURES AND MEASUREMENTS PRIOR TO BID.  ALL CONTRACTORS MUST NOTIFY OWNER TWO (2) DAYS PRIOR TO VISITING OF SITE TO MAKE SURE THAT AREA IS SECURED AND CLEANED FOR ENTRY. WEEK NO. 1 03/05/24 AND 03/07/24  1:00 P.M. TO 3:00 P.M. WEEK NO. 2 03/12/24 AND 03/15/24  1:00 P.M. TO 3:00 P.M. WEEK NO. 3 03/19/24 AND 03/19/24  1:00 P.M. TO 3:00 P.M.
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- REMOVE EXISTING METAL CAGE SYSTEM IN ITS ENTIRETY INCLUDING ALL REMOVE EXISTING METAL CAGE SYSTEM IN ITS ENTIRETY INCLUDING ALL SUPPORTS, MESH, AND BRACKETS.  HOT WORK ALLOWED IN SPACE.  GRIND BRACKETS FLUSH WITH CHANNEL SUPPORT.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21). - REMOVE EXISTING DOOR IN ITS ENTIRETY INCLUDING FRAME, STOPS, REMOVE EXISTING DOOR IN ITS ENTIRETY INCLUDING FRAME, STOPS, CLOSURES (IF APPLICABLE).  INSTALL OWNER PROVIDE DOOR AS PER SHEET A1. - EXISTING CHUTE DOOR AND FRAME SYSTEM TO REMAIN.   EXISTING CHUTE DOOR AND FRAME SYSTEM TO REMAIN.   - REMOVE EXISTING METAL CAGE SYSTEM IN ITS ENTIRETY INCLUDING ALL REMOVE EXISTING METAL CAGE SYSTEM IN ITS ENTIRETY INCLUDING ALL SUPPORTS, MESH, AND BRACKETS.  HOT WORK ALLOWED IN SPACE.  GRIND DOWN FLUSH WITH WALL BRACKETS. (TYPICAL UNIT NO. 9 TO 13). - EXISTING METAL CHANNEL ON TOP OF WALL TO REMAIN.  (TYPICAL UNIT EXISTING METAL CHANNEL ON TOP OF WALL TO REMAIN.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21). - REMOVE EXISTING 3"X6" ANGLE IRON BRACKET FLUSH WITH EXISTING REMOVE EXISTING 3"X6" ANGLE IRON BRACKET FLUSH WITH EXISTING CHANNEL WALL CAP AND/OR BRACE. (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21). - REMOVE EXISTING WALL SUPPORT FLUSH WITH CONCRETE BLOCK WALL.  REMOVE EXISTING WALL SUPPORT FLUSH WITH CONCRETE BLOCK WALL.  (TYPICAL UNIT NO. 9 TO 13). - REMOVE EXISTING ALUMINUM CHUTE SYSTEM AND REINSTALL WITH NEW REMOVE EXISTING ALUMINUM CHUTE SYSTEM AND REINSTALL WITH NEW CAGE SYSTEM OPENING.  COORDINATE WITH FENCE CONTRACTOR FOR LOCATION OF OPENINGS IN NEW CAGE SYSTEM.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21). - REMOVE EXISTING STEEL MESH DOOR COMPLETE WITH HINGES.  GRIND REMOVE EXISTING STEEL MESH DOOR COMPLETE WITH HINGES.  GRIND EXISTING SUPPORTS TO EXISTING CHANNEL FRAME OPENING.  CONTRACTOR SHALL CLEAN, PRIME AND PAINT EXISTING CHANNEL FRAME.  - REMOVE ALL INTERIOR PAINT FROM CONCRETE WALLS, FLOORS, AND REMOVE ALL INTERIOR PAINT FROM CONCRETE WALLS, FLOORS, AND CEILINGS INCLUDING CONCRETE SUPPORT BEAMS.  GENERAL CONTRACTOR SHALL SEAL ALL EXPOSED CONCRETE.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21).  OPTION TO USE BEAD BLASTING, SAND BLASTING OR GRINDING.  NO CHEMICALS ALLOWED. . - PROVIDE SECURITY FENCING WITH MESH SCREEN DURING CONSTRUCTION TO PROVIDE SECURITY FENCING WITH MESH SCREEN DURING CONSTRUCTION TO LIMITED ACCESS.  COORDINATE EXACT LOCATION WITH OWNER PRIOR TO CONSTRUCTION.
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- REMOVE EXISTING HYDRAULIC CYLINDER SERVICING EXISTING CHUTE DOOR.  REMOVE EXISTING HYDRAULIC CYLINDER SERVICING EXISTING CHUTE DOOR.  CONTRACTOR SHALL DRAIN AND DISPOSE OF ALL HYDRAULIC FLUID IN SYSTEM PRIOR TO DEMOLITION.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21.  COORDINATE WITH OWNER. - REMOVE EXISTING HYDRAULIC VALVING AND ALL ASSOCIATED PIPING, MAIN REMOVE EXISTING HYDRAULIC VALVING AND ALL ASSOCIATED PIPING, MAIN HYDRAULIC UNIT, AND SUPPORTS.  CONTRACTOR SHALL DRAIN AND DISPOSE OF ALL HYDRAULIC FLUID IN SYSTEM PRIOR TO DEMOLITION.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21).  COORDINATE WITH OWNER. - REMOVE EXISTING LIGHTING IN ITS ENTIRETY INCLUDING FIXTURE, REMOVE EXISTING LIGHTING IN ITS ENTIRETY INCLUDING FIXTURE, SUPPORTS, CONDUIT, AND WIRING.  CONTRACTOR SHALL SAVAGE LENSE COVERS AND RETURN TO OWNER.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21). - REMOVE EXISTING INTERNALLY INSULATED SUPPLY DUCTWORK IN AS REMOVE EXISTING INTERNALLY INSULATED SUPPLY DUCTWORK IN AS INDICATED INCLUDING DUCTWORK, INSULATION, SUPPLY GRILLES AND SUPPORTS.  PROVIDE NEW AS INDICATED ON SHEET M-1. - REMOVE EXISTING DOMESTIC COLD WATER SUPPLY HOSE BIB (HB) IN ITS REMOVE EXISTING DOMESTIC COLD WATER SUPPLY HOSE BIB (HB) IN ITS ENTIRETY INCLUDING PIPING, VALVES, AND SUPPORTS. PROVIDE NEW AS PER SHEET P-1.  (TYPICAL UNIT NO. 1 TO 8 14 TO 21). - REMOVE EXISTING DOMESTIC COLD WATER SUPPLY WATERING DEVICE (WD) REMOVE EXISTING DOMESTIC COLD WATER SUPPLY WATERING DEVICE (WD) IN ITS ENTIRETY INCLUDING LIXITS, PIPING, VALVES, AND SUPPORTS. PROVIDE NEW AS PER SHEET P-1.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21). CONTRACTOR SHALL SALVAGE AND RE-USE BRANCH LINES AS REQUIRED. - EXISTING HYDRAULIC VALVING AND ASSOCIATED PIPING AND SUPPORTS TO EXISTING HYDRAULIC VALVING AND ASSOCIATED PIPING AND SUPPORTS TO REMAIN. - REMOVE EXISTING LIGHT FIXTURE AND REPLACE WITH NEW.  EXISTING REMOVE EXISTING LIGHT FIXTURE AND REPLACE WITH NEW.  EXISTING LIGHT SWITCH AND CONDUIT UP TO FIRST LIGHT TO REMAIN.  PROVIDE NEW WIRING FROM SWITCH TO LIGHT FIXTURE.  (TYPICAL UNIT NO. 1 TO 8 AND 14 TO 21). - REMOVE EXISTING 1/4-TURN, 3/4" BALL VALVE HOSE BIB (HB) INCLUDING REMOVE EXISTING 1/4-TURN, 3/4" BALL VALVE HOSE BIB (HB) INCLUDING 3/4" MALE TO MALE ADAPTOR AND PROVIDE NEW.  REMOVE EXISTING WATER PIPING AND PROVIDE NEW AT SAME LOCATION.  REFER TO PLUMBING PLANS. (TYPICAL UNIT NO. 9 TO 13). - EXISTING POWER OUTLETS ON CEILING TO REMAIN.  RE-INSTALL AS EXISTING POWER OUTLETS ON CEILING TO REMAIN.  RE-INSTALL AS REQUIRED TO ACCOMMODATE NEW LIGHTING. (TYPICAL UNIT NO. 9 TO 14). - REMOVE EXISTING SUPPLY AND/OR RETURN GRILLE AND REPLACE WITH REMOVE EXISTING SUPPLY AND/OR RETURN GRILLE AND REPLACE WITH NEW. (TYPICAL 1-SUPPLY AND 1-RETURN GRILLE PER UNIT). - EXISTING RETURN AIR GRILLE IN WALL TO REMAIN. REMOVE, CLEAN AND EXISTING RETURN AIR GRILLE IN WALL TO REMAIN. REMOVE, CLEAN AND RE-INSTALL. - REMOVE EXISTING DOMESTIC COLD WATER SUPPLY LINES TO HOSE BIBS REMOVE EXISTING DOMESTIC COLD WATER SUPPLY LINES TO HOSE BIBS AND WATERING DEVICES (WD).  PROVIDE NEW PIPING AS INDICATED ON PLUMBING PLAN. - EXISTING LIGHT SWITCH, TIMER AND JUNCTION BOX TO REMAIN.  CONNECT EXISTING LIGHT SWITCH, TIMER AND JUNCTION BOX TO REMAIN.  CONNECT NEW LIGHTING FROM EXISTING JUNCTION BOX PANEL.
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