Department of Building & Grounds
Architectural Services Division

City of Baton Rouge
Parish of East Baton Rouge

P.O. Box 1471

Baton Rouge, Louisiana 70821
225 3894694 Voice

225 3894704 Fax

ADDENDUM #1

March 21, 2024

TO ALL BIDDERS

PROJECT: PUBLIC SAFETY COMPLEX REPLACEMENT
CITY PARISH PROJECT NO. 21-ASC-CP-1482

The following revisions shall be incorporated in and take precedence over any conflicting part of the
original contract documents.

1. Clarification: Bidders must include in their bids all sales and/or use taxes on materials, supplies
and equipment to be furnished for use on the project.

2. Project Manual, Notice to Contractors, delete “Paper copies of the plans, specifications and
contract documents are on file and may be obtained from the Department of Buildings &
Grounds, Architectural Services Division Room 227, 1100 Laurel Street, Baton Rouge, Louisiana
70802 between the hours of 7:30 AM to 3:00 PM, upon payment of $30.00 Dollars. (Make
checks payable to the City of Baton Rouge and Parish of East Baton Rouge.) Fees for plans,
specifications and contract documents are to cover the cost of reproduction and are non-
refundable in accordance with Louisiana Revised Statutes.”

3. Project Manual, General Provisions, Section 4.6, delete “The Contractor will be furnished 5 sets
of plans and specifications without charge. Additional sets will be furnished at actual cost of
reproduction.”

4. Specification Section 01 0000, “City Parish Summary of Work”, Section 1.04.E.1, delete “One
Hundred Eighty (180) calendar days”, substitute “Two Hundred Seventy (270) calendar days”.

5. See attached Addendum prepared by Thompson Luke and Associates, LLC and dated March 19,
2024. (9 pages).

The following revisions shall be incorporated in and take precedence over any conflicting part of the
original contract documents.

TOTAL PAGES ......coovvvvviiveane 10 (INCLUDING THIS PAGE)

FAILURE TO INDICATE RECEIPT OF THIS ADDENDUM ON BID FORM MAY BE CAUSE FOR THE BID TO BE REJECTED
Rob Gray, AlA, LEED AP BD+C, Senior Architect

Architectural Services Division

1100 Laurel Street, Rm. 227

Baton Rouge, LA 70802




Thompson Luke & Associates, L.L.C. L Z
10705 Rieger Road, Suite 101

Baton Rouge, LA 70809

225.293.9474

Date of Issuance: 3/19/24 Addendum # 1

Project Name: Chiller Replacement Public Safety Complex, Proj. 21-ASC-CP-1482
Project Address: 9050 Airline Hwy
Engineer Project No.: 23-222

The following items shall be considered part of the Contract Documents for the above referenced project
and shall take precedence over any conflicting statements contained therein. Revise all other notes,
schedules, details, elevations, and sections as required.

MECHANICAL ITEMS:

Drawings:
-1 Mechanical Demo Plan
a. Revised Mechanical Demo Note #2
b. Revised Mechanical Demo Note #3
2. M-1 Mechanica] Plan
a. Add Mechanical Note #6
b. Add Mechanical Note #7
c. Add Mechanical Note #8
d. Add General Note #2 A
-2 Mechani ule & Detail
a. Add motorized control valve on chilled water return line.
b. Clarify isolation valves on all chilled water supply/return & condenser water supply/return prior
to any take offs.

Mechanical Clarifications:
1. Mechanical contractor can utilize the existing structural beam for removal & reinstallation of
the compressor and compressor motor. The structural beam is rated for a 4-ton (8000Ib)
crain hoist. Contractor is responsible for providing their own crain hoist.

ELECTRICAL ITEMS:

Drawings:
1. E-1 Electrical Demo Plan
a. Revised note for existing motorized valve to be disconnected with chiller #2.
b. Addition of note to provide power and control to new motorized control valve for new chiller #2.
¢. Revised title block.
2. E-2E ical Plan
a. Revised title block.



Addendum 1- Chiller Replacement Public Safety Complex
3/19/24
Page 2

PRIOR APPROVAL:
NOTE: Acceptance of a particular manufacturer does not excuse that particular manufacturer from

meeting the plans and specification. Compliance with specifications is the responsibility of the prior
approval manufacturer.

Product Model
Water Cooled Chiller Daikin Model WSC
Water Cooled Chiller Carrier Model 19XRV

If you have any questions, please contact our office.

Thompson Luke & Associates, L.L.C.
A Professional Engineering Company

Thompson Luke & Associates, L.L.C
10705 Rieger Road, Suite 101 | Baton Rouge, LA 70809 | P: 225.293.9474
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Thompson Luke & Associates, L.L.C. 4 /
10705 Rieger Road, Suite 101

Baton Rouge, LA 70809

225.293.9474

Date of Issuance: March 19, 2024 Meeting Minutes

Project Name: Chiller Replacement Public Safety Complex, Project: 21-ASC-CP-1482
Project Address: 9050 Airline Highway, Baton Rouge, LA, 70815

Engineer Project No.: 23-222

Persons Present: Scott Welch, Robert Gray, Travis Ford, Jeremy Kirkwood, Tim
Kinyomi, Stan Heine, Bob Walsh, Travis Matherne, Daniel Gauthier

Anyone taking exception to the notes should notify the Engineer, in writing, with seven (7) days of receipt of this document; otherwise,

the minutes shall stand approved as written.

ITEMS DISCUSSED:

=

Scott Welch read over the Pre-Bid Conference Agenda.

2. Contractors must coordinate central plant shut down 2 weeks prior to shut down. Coordinate
with Jeremy Kirkwood at the City of BR.
Contractor shall schedule a construction meeting 1 month prior to the chillers delivery date.
Contractor shall provide their own portlet.
City of Baton Rouge does not want the old chiller or refrigerant. Contractor is responsible for
hauling off old chiller.

6. Contractors shall work during normal working hours, 7AM-530PM Mon-Friday. If the contractor

needs to work after hours or weekends, coordinate with the city and additional working hours

will be accommodated.
7. Contract time will be extended to 270 days.
8. Equipment must be delivered and installed within the 270 day lead times. The contract date will

not be extended for long lead time items after the bid is awarded.
9. The meeting attendees walked the site.
10. TLA to issue an addendum addressing the chilled water valves and structural beam above

chillers.

Attachment: Sign In Sheet

Thompson Luke & Associates, LLC
10705 Rieger Road, Suite 101 | Baton Rouge, LA 70809 | P: 225.293.9474



Date: March 12, 2024

Project: Public Safety Complex Chiller Replacement

Project No: 21-ASC-CP-1482

Bid Date: March 26, 2024

PRE-BID CONFERENCE SIGN-IN SHEET
PLEASE SIGN IN AND WRITE YOUR PHONE NUNBER AND FAX NUMBER
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Date: March 12, 2024

Project: Public Safety Complex Chiller Replacement

Project No: 21-ASC-CP-1482

Bid Date: March 26, 2024

PRE-BID CONFERENCE SIGN-IN SHEET
PLEASE SIGN IN AND WRITE YOUR PHONE NUNBER AND FAX NUMBER

Company Name &
(Print) Name & Email Phone Number Fax Number License# Signature
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